
INSTALLATION SECTION

B

B

6x48 PATIENT ROOM FLUORESCENT
SIZE DIM A DIM B DIM C DIM D DIM E DIM F DIM G

6 x 48        

14-AA-F-6x48 PATIENT ROOM DWG DATE: 3/21/2017

LENS

2' x 3" KNOCKOUT PLATE LOCATION
(2) 1/2" K.O. PER PLATE

A

B

D

C

EXAM CIRCUIT

AMBIENT CIRCUIT


